
PIPE OR CONDUIT AS
SCHEDULED

NOTES:
SEE BUILDING ROOF
PLAN AND DETAILS
INDICATED FOR ROOF
DECK COMPOSITION.

079202 SEALANT, TOOL FOR
WATER RUN�OFF

077100 STAINLESS STEEL
DRAWBAND AND CLAMPING

RING

055000 WATERTIGHT GALV.
RAIN COLLAR

18" CLR. AROUND PIPE

076000 ROOF FLASHING

075419 PVC ROOFING

FASTENER

075419 COVER BOARD

072113 RIGID INSULATION

221400 RAIN WATER
LEADER (REF. TO PLUMBING

DRAWINGS)

033000 CONCRETE FILL

053600 METAL DECK

221400 DRAIN BODY

DECK PLATE

221400 STATIC
EXTENSION

072113 RIGID INSULATION

075419 COVER BOARD

076000 FLASHING
MEMBRANE

079202 COMPATIBLE
SEALANT

221400 CLAMP COLLAR

221400 DOME (BLACK)

FIELD VERIFY

1' � 0" (MIN.)

FIELD VERIFY

1' � 0" (MIN.)

221400 OVERFLOW DRAIN

2" RING DAM

221400 PRIMARY DRAIN

2
"

221400 RAIN WATER LEADERS �
REF. TO PLUMBING DRAWINGS

221400 PRIMARY
DRAIN

STRUCTURAL OPENING

NOTE:
CONCRETE BLOCKOUT
REQUIRED AROUND
DRAIN OPENING, S.S.D.

221400 OVERFLOW
DRAIN

221400 2"
RING DAM

221400 1 1/2" RECESS
AROUND DRAINS

4

A0424

5

A0424

1'
�0

" 
M

IN
.

076000 FLASHING
MEMBRANE

221300 VENT PIPE

FASTENER

076000 ROOF FLASHING

075419 PVC ROOFING

NOTES:
SEE BUILDING ROOF PLAN
AND DETAILS INDICATED FOR
ROOF DECK COMPOSITION.

1
"

8
" 

M
IN

.

075419 COVER BOARD

072113 RIGID
INSULATION

 072410 CORRUGATED
MECHANICAL SCREEN

051200 6" GALVANIZED MTL.
STUDS

076000 FLASHING BELOW

4" LAP MINIMUM

3 7/8"

2
 3

/8
"

055000 METAL
SCREEN WALL

051200 6"
GALVANIZED MTL.

STUDS

076200 PRE�FINISHED
STEEL TRIM, FIN. TO

MATCH SCREEN WALL

4
"

2

ROOF
33' � 0"

092423 SASM AT TOP OF
CURB, BELOW METAL COPING

072713 SHEET MEMBRANE
UNDERLAYMENT; BEHIND REGLET AND

BASE FLASHING

076000 18 GA. GALVANIZED SHEET METAL CUSTOM DOUBLE
TUCKER FLASHING WITH BUILT�IN REGLET: 4" LAP JOINTS SEALED

WITH TREMCO SPECTRUM II HIGH PERFORMANCE SILICON
SEALANT.

077100 HEAVY DUTY FASTENER W/
NEOPRENE WASHER FASTENED @ 24"

FASTENER

076000 ROOF FLASHING

075419 PVC ROOFING
OVER COVER BOARD

AND RIGID INSULATION

075419 ROOF BOARD

AHU

4"
4"

DUCT OPENING

DUCT AT UNDERSIDE OF AHU.
SEE MECHANICAL DRAWINGS

072113 RIGID INSULATION

237413 GALVANIZED PRE�MANUFACTURED
SELF FLASHING AHU CURB

ROOF
33' � 0"

2.6

3' 	 8 1/2"

A0424

18
SIM.

074213 CORRUGATED GALV.
METAL MECHANICAL SCREEN

054000 GALV. 6" MTL. STUD
FRAMING

051200 STRUCTURAL STL.
FRAMING; SEE STRUCTURAL

DRAWINGS

051200 STRUCTURAL STL.
FRAMING; SEE STRUCTURAL
DRAWINGS

055000 WATERTIGHT GALV.
RAIN COLLAR

076200 ROOF FLASHING

079202 SEALANT, TOOL FOR
WATER RUN�OFF

FASTENER

079202 SEALANT

075419 PVC ROOFING
ASSEMBLY

076200 PAINTED GALV.
FLASHING

092423 PORTLAND CEMENT
PLASTERING

054000 6" MTL. STUDS

033000 CONCRETE SLAB

C

4

3/4"

074213 CORRUGATED
METAL SCREEN WALL

051200 STRUCTURAL
STEEL; SEE STRUCTURAL

DRAWINGS

074213 CORRUGATED
METAL SCREEN WALL

074456 CEMENTIOUS FIBER
CEMENT PANELS

092216 SUB�STRUCTURE
FOR ATTACHING PANELS

1" AIR SPACE

072313 COMBINATION VAPOR
AND MOISTURE BARRIER

092290 FIBERGLASS FACED
GYPSUM SHEATHING

051200 6" GALVANIZED
STL. STUDS

055000 PAINTED METAL
END CAP

ROOF
33' � 0"

076000 PAINTED GALV.
FLASHING

076000 ROOF FLASHING

072113 RIGID INSULATION

076000 METAL CLOSURE

076000 PROVIDE S.M. 4" x 4"
BACKING PLATE ANGLE

075419 PVC ROOFING

092423 PORTLAND
CEMENT PLASTER

SYSTEM

051200 STL. EMBED AS
REQUIRED; SEE

STRUCTRUAL DRAWINGS

ROOF
33' � 0"

R�19 BATT
INSULATION

054000 6" MTL. STUD
FRAMING

092290 FIBERGLASS
FACED GYPSUM

SHEATHING

COMBINATION
VAPOR AND

MOISTURE BARRIER
LAP OVER TURNED

UP ROOFING

076200  PRE�FINISHED MTL.
PARAPET CAP

075419 SINGLE LAYER
PVC COOL ROOF

076200 SHEET METAL
FLASHING

ROOF INSULATION

033000 CAST IN
PLACE CONCRETE

SLAB; SEE
STRUCTRUAL

DRAWINGS

075419 1/2" COVER
BOARD

12

A0425

SEE FOR PARAPET
FRAMING DETAIL

079513 EXPANSION
JOINT COVER
ASSEMBLIES

8"

6"
5/8"2 1/8"
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VA SIMULATION CENTER

ISSUE FOR BID
 3" = 1'�0"

1
PIPE AND CONDUIT PENETRATION DETAIL

 1 1/2" = 1'�0"
4

ROOF DRAIN SECTION

 1 1/2" = 1'�0"
5

ROOF DRAIN SECTION

 1 1/2" = 1'�0"
3

TYPICAL ROOF OVERFLOW DRAIN

 3" = 1'�0"
6

VENT  DETAIL

 3" = 1'�0"
7

PLAN AT TYPICAL MECHANICAL SCREEN POST

 3" = 1'�0"
8

TYP. ROOF SCREEN HEAD DETAIL

 3" = 1'�0"
19

DETAIL AT AHU CURB AND RAIL

 1 1/2" = 1'�0"
13

SECTION AT MECHANICAL SCREEN

 3" = 1'�0"
11

PLAN AT MECHANICAL SCREEN

 3" = 1'�0"
18

SECTION AT ROOF EDGE
 1 1/2" = 1'�0"

2
SECTION AT PARAPET � SEISMIC JOINT
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